1341 Hoffman Hollow Road
Summerville, Pa 15864
814-849-2559
Fax: 814-849-8878

G and C Coal Analysis Lab., Inc.

FREEPORT AREA SCHOOL DISTRICT PA DEP Lab# 33-00325

ATTN: ERIC D. MAILKI|

625 SOUTH PIKE ROAD

SARVER, PA 16055-8202

BUFFALO ELEMENTARY

Date Received: 8/8/20214

Lab# Sample Date s;l“‘m’:" Location Parametor | Method Q“‘l'_'l‘r'"‘;“"“ Result | Code | Units { Anatyst] , DATE
681452 |8/6/2021 0611 B-WC-001A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681453 |8/6/2021 0612 |B-WC-001B Lead SM 3113 B 0.0050 <0.0050 mg/L! SD 08/16/21
681454 18/6/2021 0615 |B-WC-002A Lead SM 3113 B 0.0050 <0.0050 mg/L] SD 08/16/21
681455 [8/6/2021 0616 |B-wWC-002B Lead SM 3113 B 0.0050 <0.0050 mg/Li SD 08/16/21
681456 |8/6/2021 0617 |B-BF-003A Lead SM3113B 0.0050 <0.0050 mg/L| SD 08/16/21
681457 |8/6/2021 06192 |B-BF-003B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681458 |8/6/2021 0623 |B-KF-004A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681459 18/6/2021 0624 |B-KF-004B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681460 |8/6/2021 0631 B-KF-005A Lead SM 3113 B 0.0050 <(,0050 mg/L| SD 08/16/21
681461 |8/6/2021 0633 |B-KF-005B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681462 |8/6/2021 0639 |B-KF-006A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681463 [8/6/2021 0641 B-KF-006B Lead SM 3113 B 0.0050 <0.0050 mg/L| SO 08/16/21
681464 [8/6/2021 0645 |B-TL-Q07A Lead SM 3113 B 0.0050 <0.0050 mg/L! SD 08/16/21
681465 |8/6/2021 0647 |B-TL-007B Lead EM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681466 |[8/6/2021 0654 |B-WC-008A Lead SM 3113 B 0.0050 <0.0050 mg/L[ SD 08/16/21
681467 [8/6/2021 0656 |B-WC-008B Lead SM 3113 B 0.0050 <0.0050 mgfL| sD 08M16/21
681468 [8/6/2021 0659 |B-WC-009A Lead SM 31138 0.0050 <0.0050 mgfL| SD 08/16/21
681469 |[8/6/2021 0701 B-WC-009B Lead SM 31138 0.0050 <0.0050 mg/L| SD 08/16/21
681470 |8/6/2021 0709 |B-WC-010A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681471 |8/6/2021 0711 B-WC-010B Lead SM 3113 B 0.0050 <(.0050 mg/L| SD 08/16/21
681472 |8/6/2021 0715 |B-WC-011A Lead SM 3113 B 0.0050 <0.0050 mgfL| SD 08M6/121
681473 |8/6/2021 0716 |B-WC-011B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681474 |8/6/2021 0720 |B-BF-012A Lead SM 3113 B 0.0050 <0.0050 mg/L| $D 08/16/21
681475 |8/6/2021 0722 |B-BF-0128 Lead SM 313 B 0.0050 <0.0050 mg/L| SD 08/M17/21
681476 |8/6/2021 0725 |B-WC-013A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/17/21
681477 |8/6/2021 0727 |B-WC-013B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/17i121
681478 |8/6/2021 0730 |B-BF-014A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 081721
681479 |8/6/2021 0731 B-BF-014B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/47i21
681480 |[8/6/2021 0734 |B-CF-015A Lead SM 3113 B 0.0050 <0,0050 mg/L| SD 08/17/21
681481 |[8/6/2021 0736 |B-CF-015B Lead SM 3113 B 0.0050 «<(.0050 mg/L| SD o8MTi21
681482 18/6/2021 0740 |B-WC-016A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/17i21
681483 |8/6/2021 0742 |B-WC-016B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/17/21
681484 |8/6/2021 0745 |B-WC-017A Lead SM3113 B 0.0050 <0,0050 mg/L| SD 08/17/21
681485 |8/6/2021 0748 |B-WC-017B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 0817121
681486 |8/6/2021 0750 |B-BF-018A Lead SM3113B 0.0050 <0.0050 mg/L| SD 08M17i21
681487 |8/6/2021 0751 B-BF-018B Lead SM3113B 0.0050 <0.0050 mg/L| sD 08/17121
681488 |8/6/2021 0753 |B-CF-Q18A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08M7/21
681489 |8/6/2021 0755 |B-CF-019B Lead SM 3113 8B 0.0050 <0.0050 mg/L| SD 08M7/21
681480 |B/6/2021 0757 |B-CF-020A Lead SM 3113 B 0.0050 <0.0050 mgfL| SD 08/17/21
681491 |8/6/2021 0758 |B-CF-020B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 081721
681492 |8/6/2021 0801 B-WC-021A Lead SM 3113 B 0.0050 <0.0050 mg/t| SD 08/17/21
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G and C Coal Analysis Lab., Inc.
1341 Hoffman Hollow Road
Summerville, Pa 15864
814-849-2559
Fax: 814-849-8878

FREEPORT AREA SCHOOL DISTRICT PA DEP Lab# 33-00325
ATTN: ERIC D. MAILKI

625 SOUTH PIKE ROAD

SARVER, PA 16055-9202

BUFFALO ELEMENTARY
Date Received: 81672021
Lab# Sample Date Semple Location Parameter Method Cl il Resuilt Code | Units | Analyst Ll

Time _Limit ANALYZED
681493 |8/6/2021 0803 1B-WC-021B Lead SM 3113 8B 0.0050 <0.00580 mg/L| sD | 08M7/1
681494 |8/6/2021 0805 |B-WC-022A Lead SM3113B| 0.0050 <0.0050 mg/L| sD | 08M7/21
681495 |8/6/2021 0807 |B-WC-0228 Lead SM 3113 8B 0.0050 <0.0050 mg/L| SD | 08M7/I21
681496 |8/6/2021 0810 |B-BF-023A Lead SM 3113 B 0.0050 <0.0050 mg/L| sb | 081721
681497 |8/6/2021 0812 |B-BF-023B Lead SM 3113 B 0.0050 <0.0050 mg/L| sSD | 08M7I24
681498 |8/6/2021 0815 |B-WC-024A Lead SM 3113 B 0.0050 <0.0050 mg/L| sDO | o8M7i21
681499 |8/6/2021 0816 |B-WC-024B Lead SM3113B| 0.0050 <0.0050 mg/L| sSD | 08M7/21
681500 |8/6/2021 0820 |B-WC-025A Lead SM3113B| 0.0050 <0.0050 mg/L| sSD | 0BM7IN
681501 |8/6/2021 0822 1B-WC-0258 Lead SM 3113 B| 0.0050 <0.0050 mg/L| sSD | 08M7/A
681502 |8/6/2021 0827 |B-BF-026A Lead SM 3113B| 0.0050 <0.0050 mg/L| SD | OBM7I21
681503 |8/6/2021 0830 |B-BF-026B Lead SM 3113 B| 0.0050 <0.0050 mg/L| sDo | OBM7/21
681504 18/6/2021 0835 |B-CF-027A Lead SM3113B8| 0.0050 <0.0050 mg/L| SO | 08/M7/24
681505 |8/6/2021 0836 |B-CF-027B Lead SM 3113 B 0.0050 <0.0050 mgfL| sp | osM7I21
681506 |8/6/2021 0845 [B-WC-028A Lead SM 3113 B 0.0050 <0.0050 mg/L| sD | 08/17/21
681507 |8/6/2021 0847 |B-WC-028B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD | 08M7I21
681508 |8/6/2021 0850 [B-NS-020A Lead SM 3113 B 0.0050 <0.0050 mg/L| sp | 08MT/21
681509 |8/6/2021 0852 |B-NS-029B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD | 08M7T/21
681510 |8/6/2021 0853 |B-BE-030A Lead SM 3113 B 1.0050 <0.0050 mg/L| SD | 0BM7I2A
681511 |8/6/2021 0854 [B-BE-030B Lead SM31138| 2.0050 <0.0050 mg/L| SD [ 08M7I2A
Approved by: A oy A Date; 081821

Michael J. Chéstnul, Water Lab Director

Codes:
1 : GGA check out of range
2 : Results are not coverad by the lab's scope of accrediation
3 : Results are not bracketed by acceptabla quallty control
4 : Does not satisfy the 2 + 1 Rule
5 : Sample did not meet preservation requirements N.D. - Not Detactable
6 : Analysis performed by cllent N/A - Not Applicable
7 : HoldIng time exceeded "~ * menns " estimate"
8 : Laboratory foriified matrix out of range
9 : Not a method certifled by PA DEP

10 : Duplicate analysis do not agree
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G and C Coal Analysis Lab., Inc.
1341 Hoffman Hollow Road
Summerville, Pa 15864
814-849-2559
Fax: 814-849-8878

FREEPORT AREA SCHOOL DISTRICT PA DEP Lab# 33-00325
ATTN: ERIC D. MAILKI

625 SOUTH PIKE ROQAD

SARVER, PA 16055-9202

HIGH SCHOOL

Date Received: 8/6/2021

Lab# Sample Date s.:::"::’ Locatlon Parameter Method Qu’ﬂt:;ﬂm Result Code | Units | Analyst m::;‘f_eo
681252 |8/6/2021 0750 |HS-WC-001A Lead SM 31138 0.0050 <0.0050 mg/L]| SO 08M14/21
681253 |8/6/2021 0761 HS-WC-001B Lead SM 31138 0.0050 <0.0050 mg/L| SD 08/14/21
681254 |8/6/2021 0752 HS-BF-002A Lead SM 3113 B 0.0050 <0.0050 mgfi SD 08/14/21
681255 |8/6/2021 10753 HS-BF-002B Lead SM 31138 0.0050 <(.0050 mg/L| SD 08/14/21
651256 |8/6/2021 0754 HS-WC-003A Lead SM 31138 0.0050 0.008 mg/L| SD 08/14/21
681257 |8/6/2021 0755 HS-WC-0038 Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08M14/21
681258 |8/6/2021 0756 |HS-WC-004A Lead SM 3113 B 0.0050 <0.0050 mgfL| SD 08/14/21
681259 |8/6/2021 0757 HS-WC-004B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08M4/21
681260 |8/6/2021 07568 HS-TL-005A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08M14/21
681261 |[8/6/2021 0759 HS-TL-005B Lead SM 3113 B 0.0050 <0.0050 mgfL| SD 08/14/21
681262 (8/6/2021 0800 HS-TL-006A Lead SM 3113 B 0.0050 <0.0050 mgfL| SD 08/14/21
681263 [8/6/2021 0803 HS-TL-006B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/14/21
681264 |[8/6/2021 0805 HS-TL-007A Lead SM 3113 B 0.0050 <0.0050 mgfL| SD 08M4/21
681265 [8/6/2021 0807 HS-TL-007B Lead SM 3113 B 0.0050 <0.0050 mgfL| SD 08/14/21
681266 [8/6/2021 0808 HS-WC-008A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/14/21
681267 |[8/6/2021 0809 HS-WC-008B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/14/21
681268 [8/6/2021 0810 H$-CF-009A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/14/21
681269 |[8/6/2021 0811 HS-CF-009B Lead SM 31138 0.0050 <0.0050 mg/L| SD 08M14/21
681270 |8/6/2021 0812 HS-WC-010A Lead SM 31138 0.0050 <0.0050 mg/L| SD 08/14/21
681271 |8/6/2021 0814 |HS-WC-010B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/14/21
681272 |B/6/2021 0815 |HS-BF-011A Lead SM 31138 0.0050 <0.0050 mg/L] SD 08M4i21
681273 ]8/6/2021 0817 HS-BF-011B Lead SM 31138 0.0050 <0.0050 mg/Li SD 08M14/21
681274 |8/6/2021 0818 HS-EC-012A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/14/21
681275 |8/6/2021 0819 HS-EC-012B Lead SM 31138 0.0050 <0.0050 mg/L| SD 08M4i21
681276 |8/6/2021 0820 HS-EC-013A Lead SM 31138 0.0050 <0.0050 mg/L| SD 0814721
681277 18/6/2021 0821 HS-EC-013B Lead SM 3113 B 0.0050 <0.0050 mgfL| SD 08/14/21
681278 |8/6/2021 0823 HS-EC-014A Lead SM 3113 B 0.0050 <(.0050 mg/L| SD 08/14/21
681279 |8/6/2021 0824 |HS-EC-014B Lead SM 3113 B 0.0050 «<0.0050 mg/L| SD 08/14/21
681280 [8/6/2021 0825 HS-EC-015A Lead SM3113 B 0.0050 <0.0050 mg/L| SD 08/14/21
681281 [8/6/2021 0827 HS-EC-015B8 Lead SM 3113 B 0.0050 «<0.0050 mg/L| SD 08/14/21
681282 18/6/2021 0829 HS-WC-016A Lead SM 3113 B 0.0050 <0.0050 mgf/L| SD 08/14/21
681283 |8/6/2021 0830 |HS-WC-016B Lead SM 31138 0.0050 <0.0050 mg/L| SD 08/M14/21
681284 |8/6/2021 0831 HS-WC-017A Lead SM 3113 B 0.0050 0.095 mg/L| SD 08/14/21
£81285 |8/6/2021 0832 HS-WC-017B Lead SM 3113 B 0.0050 0.122 mg/t| SD 08M14/21
681286 |8/6/2021 0833 HS-WC-018A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/14/21
681287 |8/6/2021 0834 HS-WC-018B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/14/21
681288 |8/6/2021 0835 HS-BF-018A Lead SM 3113 B 0.0050 <0.0050 mg/Lt| SD 08/14/21
681289 |8/6/2021 0837 HS-BF-019B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/14/21
681200 |8/6/2021 0839 HS-CF-020A Lead SM 3113 B 0.0050 <0).0050 mg/L| SD 0814/21
681291 |8/6/2021 0840 HS-CF-020B Lead SM 3113 B 0.0050 <0.0050 mg/L| $D 08/14/21
681292 |8/6/2021 0841 HS-WC-021A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/14/21
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G and C Coal Analysis Lab., Inc.
1341 Hoffman Hollow Road
Summerville, Pa 15864
814-849-2559
Fax: 814-849-8878

FREEPORT AREA SCHOOL DISTRICT PA DEP Lab# 33-00325
ATTN: ERIC D. MAILKI

625 SOUTH PIKE ROAD

SARVER, PA 16055-8202

HIGH SCHOOL
Date Received: 8/6/2021
Lab# Sample Date s.:;:‘“‘::” ILocntlon Parameter Method Quaamuon Result Code | Units | Anatyst Mﬂ‘:;;m
681293 |8/6/2021 0842 |HS-WC-021B Lead S§M3113B| 0.0050 <0.0050 mg/L| sSD | 08M4/i21
681294 |8/6/2021 0844 |HS-WC-022A Lead SM 3113 B| 0.0050 <0.0050 mg/L| SO | 08/14/21
681295 |8/6/2021 0845 |HS-WC-0228 Lead SM3113B| 0.0050 <0.0050 mg/L| SD | 08M14/21
681296 |8/6/2021 0846 [HS-BF-023A Lead SM 3113 B| 0.0050 <0,0050 mg/L| SD | 081421
681297 |8/6/2021 0847 |HS-BF-023B Lead SM 3113B| 0.0050 <0.0050 mg/L| sSD | 08M4/1
681298 |8/6/2021 0848 |HS-KF-024A Lead SM3113B8| 0.0050 <0.0050 mg/L| SD | 08M14/21
681209 |8/6/2021 0849 [HS-KF-024B Lead SM3113B| 0.0050 <0.0050 mg/L| sD | 0814/21
681300 |8/6/2021 0850 |HS-KS-025A Lead SM3113B| 0.0050 <0.0050 mg/L| SO | 08/14/21
681301 |8/6/2021 0851 HS-KS-025B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD | 08/14/21
681302 |[B8/6/2021 0852 |[HS-KS-028A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD | 08/M4/24
681303 |8/6/2021 0853 |HS-KS-026B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD | 08/M14/21
681304 (8/6/2021 0854 |HS-KF-027A Lead SM 3113 B 0.0050 <0.0050 mg/L| SO | 08M4/21
681305 |8/6/2021 0858 |HS-KF-0278B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/15/21
681306 |8/6/2021 0900 |HS-KF-028A Lead SM3113B| 0.0050 <0.0050 mg/L| SD | 08/116/21
681307 |8/6/2021 0910 |HS-KF-0288B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD | 08M15/21
681308 |8/6/2021 0912 [HS-WC-028A Lead SM3113B| 0.0050 <0.0050 mg/L| sD | osM&/AH
681309 |8/6/2021 0913 |HS-WC-0298 Lead SM 3113B| 0.0050 <0.0050 mg/L| sD | 08/16/21
681310 |8/6/2021 0914 |HS-WC-031A Lead SM 3113 B 1.0050 <0.0050 mgfL| sSD | 081521
681311 |8/6/2021 0915 |HS-WC-031B Lead SM3113B| 2.0050 <0.0050 mg/L| SD | 0B/15/21
681312 |8/6/2021 0916 |HS-BF-032A Lead SM3113B| 3.0050 <0.0050 mg/L| SD j OBMS/A
681313 |8/6/2021 0917 |HS-BF-0328B Lead SM3113B| 4.0050 <0.0050 mg/L| SD | 0BMS/29
681314 [8/6/2021 0920 |HS-WC-033A Lead SM 3113 B] 5.0050 <0.0050 mg/L| sD | O8HS5/21
681315 [8/6/2021 0921 |HS-WC-033B Lead SM3113B| 6.0050 <0.0050 mg/L| SD | 0BM&/21
681316 [8/6/2021 0925 |HS-WC-034A Lead SM3113B| 7.0050 <0.0050 mg/L| sD | 0BMS5/21
681317 |8/6/2021 0926 |HS-WC-034B Lead SM3113B| 8.0050 <0.0050 mg/L| SD | 0BM5/21
681318 |8/6/2021 0927 |HS-BF-035A Lead SM 3113 B| 9.0050 <0.0050 mg/L; SD | 0BMS/21
681319 [8/6/2021 0928 |HS-BF-035B Lead SM3113B| 10.0050 <0.0050 mg/L| SD | 0BMS/21
681320 [8/6/2021 0929 |HS-NS-036A Lead SM31138| 11.0050 <0.0050 mg/L| SD | 08MSI21
681321 |8/6/2021 0930 |HS-NS-036B j..eagl. SM 3113 B| 12.0050 <0.0050 mg/L| sD [ 08/15/21
Approved by : Date: 0818721

Michael J. Chesinut, Water Lab Director
Codes:
1 : GGA check out of range
2 : Results are not covered by the lab’s scope of accrediation
3 : Results are not bracketed by acceptable quality control
4 : Does not satisfy the 2 + 1 Rule
5 : Sample did not meet preservation requirements N.D. - Not Detectable
& : Analysis parformed by cllent N/A - Not Applicable
7 : Holding time exceeded "~ * means " estimate”
8 : Laboratory fortified matrix out of range
9 : Not a method certified by PA DEP

10 : Dupllcate analysis do not agree
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G and C Coal Analysis Lab., Inc.
1341 Hoffman Hollow Road
Summerville, Pa 15864
814-849-2559
Fax: 814-849-8878

FREEPORT AREA SCHOOL DISTRICT PA DEP Lab# 33-00325
ATTN: ERIC D. MAILKI

625 SOUTH PIKE ROAD

SARVER, PA 16055-9202

SOUTH BUFFALO

Date Received: 8/8/2021

Lab# Sample Date s:.r':“:" Location Parameter Method Quaatr:lt;ﬂon Result Code | Units | Analyst AN::;;ED
681388 |8/6/2021 1220 |SB-WC-001A Lead SM3113B| 0.0050 <0.0050 mgfL| SD | O8M6/21
681389 |8/6/2021 1221 SB-WC-001B Lead SM 3113 B 0.0050 <0.0050 rngil sD 08/16/21
681390 |8/6/2021 1225 |SB-NS-001A Lead SM 3113 B 0.0050 <0.0050 mg/L sD 08/16/21
681391 |8/6/2021 1226 [SB-NS-001B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08M16/21
681392 |8/6/2021 1230 [SB-WC-003A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681393 |8/6/2021 1231 SB-WC-003B Lead SM 3113 B 0.0050 «<(.0050 mg_l L| SD 08/16/21
681394 |8/6/2021 1234 |SB-WC-004A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681395 [8/6/2021 1235 SB-WC-004B Lead SM 3113 B 0.0050 <0.0050 mg/L| SO 08/16/21
681396 |B/6/2021 1240 SB-WC-005A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681397 |8/6/2021 1241 SB-WC-0058 Lead SM 3113 B 0.0050 <0.0050 mg/L SD 08/16/21
681398 |8/6/2021 1246 |SB-BF-006A Lead SM 3113 B 0.0050 <0.0050 mg/L SD 08/16/21
681399 |8/6/2021 1247 |SB-BF-006B Lead EM 3113 B 0.0050 <0.0050 m& 5D 08/16/21
681400 |8/6/2021 1249 [SB-TL-007A Lead SM 3113 B 0.0050 <0.0050 ms_l L SD 08/16/21
681401 |8/6/2021 1251 SB-TL-007B Lead SM 3113 B 0.0050 <0.0050 mg/L sD 08/16/21
581402 |8/6/2021 12556 [SB-KS-008A Lead SM 3113 B 0.0050 <0.0050 mul. 5D 08/16/21
681403 |8/6/2021 1256 |[SB-KS-008B Lead SM 3113 B 0.0050 <0.0050 mg/L SD 08/16/21
681404 |8/6/2021 1258 [SB-KS-009A Lead SM 3113 B 0.0050 <0.0050 mgil. SD 08/16/21
681405 |8/6/2021 1259 [S$B-KS-009B |.ead SM 3113 B 0.0050 <0.0050 _mg/L sD 08M6/21
681406 |8/6/2021 1302 SB-KS-010A Lead SM 3113 B 0.0050 <0.0050 mg/L|{ SD 08/16/21
681407 |8/6/2021 1303 [SB-KS-010B Lead SM3113B| 0.0050 <0.0050 mgfL| SO | 081621
681408 |8/6/2021 1307 SB-WC-011A Lead SM 3113 B 0.0050 <0.0050 mg_l L| SD 08/16/21
681409 |8/6/2021 1308 |SB-WC-011B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD oaMer21
681410 |8/6/2021 311 SB-WC-012A Lead SM 3113 B 0.0050 <0.0050 mg/L sD 08/16/21
681411 |8/6/2021 1312 SB-WC-012B8 Lead SM 3113 B 0.0050 <0.0050 mg/L SD 08/16/21
681412 |8/6/2021 1316 [SB-BF-013A Lead SM 3113 8B 0.0050 <0.0050 m;_l_l. sD 08/M16/21
681413 |8/6/2021 1317 |SB-BF-013B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681414 |8/6/2021 1321 SB-CF-014A Lead SM 3113 B 0.0050 <(.0050 mg/L| SD 08/16/21
681415 |8/6/2021 1322 |[SB-CF-014B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681416 |B/6/2021 1325 |SB-CF-015A Lead SM 31138 0.0050 <0.0050 mg/L| SD 08/16/21
681417 [8/6/2021 1326 |SB-CF-015B Lead SM 3113 B 0.0050 <0.0050 mg/l.| SD 08/16/21
681418 [8/6/2021 1328 SB-CF-016A Lead SM 3113 B 0.0050 <0.0050 mg!l. SD 08/16/21
681419 18/6/2021 1329 SB-CF-016B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681420 |8/6/2021 1333 (SB-BF-017A Lead SM 3113 B 0.0050 <0.0050 mg/L| SO 0816121
681421 |8/6/2021 1334 |SB-BF-017B Lead SM 3113 B 0.0050 <0.0050 my L| SD 08/16/21
681422 |8/6/2021 1340 |[SB-TL-018A Lead SM 3113 B 0.0050 <0.0050 mg/L| s$D 08/16/21
681423 |8/6/2021 1341 S$B-TL-0188 Lead SM 3113 B 0.0050 <0.0050 mgﬂ. sD 08/16/21
681424 |8/6/2021 1345 |SB-WC-019A Lead SM 3113 B| 0.0050 <0.0050 mg/L| SO | 08M6/21
681425 |8/6/2021 1346 [SB-WC-019B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681426 |8/6/2021 1349 |SB-WC-020A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
6581427 |8/6/2021 1350 |SB-WC-0208 Lead SM3113B| 0.0050 <0.0050 mg/L| SD | 08M6/21
681428 |8/6/2021 1353 |SB-WC-021A Lead SM 3113 B 0.0050 <0.0050 mgll. SD 08/16/21
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G and C Coal Analysis Lab., Inc.
1341 Hoffman Hollow Road
Summerville, Pa 15864
814-849-2559
Fax: 814-849-8878

FREEPORT AREA SCHOOL DISTRICT PA DEP Lab# 33-00325
ATTN: ERIC D. MAILK!

625 SOUTH PIKE ROAD

SARVER, PA 16055-9202

SOUTH BUFFALO
Date Received: 8/6/2021
Sample Quantitation DATE

Eub# Sample Date | "o ELocaﬂon Paramaeter Method Limit Result Code | Units | Analyst| , .. \-en
681429 [8/6/2021 1354 |SB-WC-021B Lead SM 3113 B 0.0050 <().0050 mg/L| SD 08M6/21
681430 [8/6/2021 1358  |SB-DW-022A Lead SM 3113 B 0.0050 <0.0050 mg/L| SO [ 08/16/21
681431 |8/6/2021 1359 |SB-DW-022B Lead SM3113 B 0.0050 <0.0050 mg/L| sD 08/16/21
681432 |8/6/2021 1360 |SB-WC-023A Lead SM 3113 B 0.0050 <0.0050 mg/L| $D 08/16/21
681433 18/6/2021 1361 SB-WC-023B Lead SM 3113 B 0.0050 <(.0050 mg/L| SO 08/16/21
681434 |8/6/2021 1362 |SB-BF-024A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD gsMe/21
681435 |8/6/2021 1363 |SB-BF-024B Lead SM3113B 0.0050 <0.0050 mg/L| SD | 08/16/21
681436 |8/6/2021 1364 |SB-WC-025A Lead SM 3113 B 0.0050 <(.0050 mg/L| SD 08/16/21
681437 |8/6/2021 1365 |SB-WC-026B Lead SM 3113 B 0.0050 <0.0050 mg/L| SO 08M16/21
Approved by il : - Date; 08ME21

Michael J. Chiestnut, Water Lab Director
Codes;

1 : GGA check out of range

2 - Results are not covered by the lab’s scope of accrediation
3 : Results are not brackeled by accepiable quallty control

4 : Does not satisfy the 2 + 1 Rule

5 : Sample did not meet preservation requirements N.C. - Not Detaclable
8: N/A - Not Applicable
T

8:

9

1

Analysis performed by client
"~ " means " estimate”

Helding time exceeded
Laboratory fortified matrix out of range
Not a method certified by PA DEP

0 : Duplicate analysis do not agres
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G and C Coal Analysis Lab., Inc.
1341 Hoffman Hollow Road
Summerville, Pa 15864
814-849-2559
Fax: 814-849-8878

FREEPORT AREA SCHOOL DISTRICT PA DEP Labi# 33-00325
ATTN: ERIC D. MAILK]!

625 SOUTH PIKE ROAD

SARVER, PA 16055-9202

MIDDLE SCHOOL
Date Received: 81672021
Lab # Sam Sample Quantitation DATE
ple Date Titte Location Parameter Method Limit Result Code | Units |Analyst( ... \>ch
681322 |8/6/2021 0935 (MS-NS-0MA Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/15/21
681323 |8/6/2021 0937 |MS-NS-001B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/15/21
681324 |8/6/2021 0940 |[MS-OF-002A Lead SM 3113 B 0.0050 <0.0050 mg/L| SO 08/15/21
681325 |8/6/2021 0942 MS-OF-002B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/15/21
681326 |8/6/2021 0943 MS-WC-003A Lead SM 3113 B 0.0050 <0.0050 m;_/_l. SD 08/15/21
681327 |8/6/2021 0944 |MS-WC-003B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/156/21
681328 |8/6/2021 0945 |MS-TL-004A Lead SM 3113 B 0.0060 <0.0050 mg/L| SD 08/15/21
681329 |8/6/2021 0946 |MS-TL-004B Lead SM 3113 B 0.0050 <0.0050 mg_ll. 5D 08/15/21
681330 |[8/6/2021 0947 |MS-WC-005A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/15/21
681331 |8/6/2021 0948 [MS-WC-0058 Lead SM 3113 B 0.0050 <().0050 mg/t| SD 08/15/21
681332 |8/6/2021 0949 |MS-WC-008A Lead SM3113B| 0.0050 <0.0050 mg/L| sD | 081521
681333 |8/6/2021 0950 |MS-WC-006B Lead SM 3113 B 0.0050 <0.0050 mgfL| SO 08/15/21
681334 |8/6/2021 0952 [MS-BF-007A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/15/21
681335 |8/6/2021 0953 |MS-BF-0078 Lead SM 3113 B 0.0050 <0.0050 m;_ll. 5D 08/15/21
681336 |8/6/2021 0955 |MS-WC-008A Lead SM 3113B| 0.0050 <0.0050 mg/t| SD | 08/16/21
681337 |8/6/2021 0956 [MS-WC-008B Lead SM31138B 0.0050 <0.0050 mg/L| SD 08/15/21
681338 |8/6/2021 0958 |MS-WC-0C9A Lead SM3113B| 0.0050 <0.0050 mg/L| $D | 08/15/21
681339 |8/6/2021 1000 |MS-WC-009B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/15/21
681340 |8/6/2021 1001 MS-BF-010A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/15/21
681341 |8/6/2021 1003 |MS-BF-010B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/15/21
681342 |8/6/2021 1004 [MS-WC-011A Lead SM 3113 B 0.0050 <0.0050 mg_/_L sD 0811521
681343 |8/6/2021 1005 [MS-WC-011B Lead SM 31138 0.0050 <0.0050 mg/L| sp 0818121
681344 |8/6/2021 1006  |MS-WC-012A Lead SM3113B| 0.0050 <0.0050 mg/L| $D | 08/15/21
681345 |8/6/2021 1007 |MS-WC-012B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/M15/21
1681346 |8/6/2021 1008 [MS-BF-013A Lead SM 3113 B 0.0050 <0.0050 rn;[_l. 5D 08/15/21
681347 |8/6/2021 1009 |MS-BF-013B Lead SM3113 B 0.0050 <(.0050 mg/Ll SD 08/15/21
681348 18/6/2021 1010 |[MS-KF-014A Lead SM 3113 B 0.0050 <0.0050 mgfL] SD 08/15/21
681349 |8/6/2021 1012 |MS-KF-0148 Lead SM 3113 B 0.0050 «<0.0050 mg/L| SD 08/15/21
681350 |8/6/2021 1013  |MS-KF-015A Lead SM 3113 B 0.0050 <0.0050 mgfL| SD 08/15/21
681351 |8/6/2021 i4 |MS-KF-0158 Lead SM 3113 B 0.0050 <0.0050 mgfL| SD 08/15/21
681352 |8/6/2021 1015 |MS-KF-016A Lead SM3113B| 0.0050 <0.0050 mg/L| SD | 08M5/21
681353 |8/6/2021 1016 |MS-KF-016B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/15/21
681354 {8/6/2021 1017  |MS-KF-017A Lead SM 3113 B 0.0050 <(.0050 mg_l L| SD 08/15/21
681355 |8/6/2021 1018 |MS-KF-017B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681356 |8/6/2021 1019 |MS-WC-018A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681357 |8/6/2021 1020 |MS-WC-018B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681358 |8/6/2021 1021 |MS-BF-019A Lead SM3113B| 0.0050 <0.0050 mg/L| SD | 08/M6/29
681359 (8/6/2021 1022 |MS-BF-019B lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681360 |8/6/2021 1023 |MS-BF-020A Lead SM3113B| 0.0050 <0.0050 mg/L| sD | 08M16/21
681361 |8/6/2021 1024 |MS-BF-020B Lead SM3113B| 0.0050 <0.0050 mg/L| SD | 08M16/21
681362 |8/6/2021 1025 |MS-WC-021A Lead SM 3113 B 0.0050 <0.0050 mg& SD 08/16/21
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G and C Coal Analysis Lab., Inc.
1341 Hoffman Hollow Road
Summerville, Pa 15864
814-849-2559
Fax: 814-849-8878

FREEPORT AREA SCHOOL DISTRICT PA DEP Lab# 33-00325
ATTN: ERIC D. MAILKI

625 SOUTH PIKE ROAD

SARVER, PA 16055-9202

MIDDLE SCHOOL
Date Received: 8/6/2021
Lab# Sample Date S;I“;g“ Location Parameter | Mathod Q"’Gmﬂm Result | Code| Units [ Analyst m:giso
681363 |8/6/2021 1026 |MS-WC-021B Lead SM 31138 0.0050 <0.0050 mg/L| SD | 0BHM6/21
681364 |8/6/2021 1027 |MS-WC-022A Lead S5M 3113 8 0.0050 <0.0050 mg/L| SD 08/16/21
681365 |8/6/2021 1028 [MS-WC-022B Lead SM3113B 0.0050 <0.0050 mg/L| SO 08/16/21
681366 |B8/6/2021 1029  |MS-WC-023A Lead SM 3113 B| 0.0050 <0.0050 mg/L| SO | 08/M6/21
681367 |8/6/2021 1030  |MS-WC-023B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD | 08/16/21
681368 |8/6/2021 1031  [MS-WC-024A Lead SM 31138 0.0050 <0.0050 mgfL] SD | 08M6/21
651369 18/6/2021 1032 |MS-WC-024B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08M16/21
681370 |8/6/2021 1033  |MS-WC-025A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681371 |8/6/2021 1034 |MS-WC-0258 Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681372 |8/6/2021 1035  |MS-WC-026A Lead SM 3113 B 0.0050 «<0.0050 mg/L| SD 08/16/21
681373 |B/6/2021 1036 |MS-WC-026B Lead SM3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681374 |8/6/2021 1037  |MS-WC-027A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681375 |8/6/2021 1038  |MS-WC-027B Lead SM 3113 B 0.0050 <0.0050 mg/L|{ SD 08M6/21
681376 |8/6/2021 1039 |MS-WC-028A Lead SM 3113 B 0.0050 <0).0050 mg/L| SD 08/16/21
681377 |8/6/2021 1042  |MS-WC-028B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681378 |B8/6/2021 1045 |MS-WC-029A Lead SM 3113 B 0.0050 <0.0050 mg/L| SD 08/16/21
681379 |8/6/2021 1048 |MS-WC-0298 Lead SM3113B| 0.0050 «<0.0050 mg/L| SD | 08M6/21
681380 |8/6/2021 1050 |MS-WC-030A Lead SM 3113 B 1.0050 <0.0050 mg/L| SD 08/16/21
681381 |8/6/2021 1052 |MS-WC-030B Lead SM 3113 B 2.0050 «<0.0050 mg/L| sD | 08M6/21
681382 |8/6/2021 1065 |MS-WC-031A Lead SM 3113 B 3.0050 <0.0050 mg/L| sD | 08M6/21
681383 |8/6/2021 1056 |MS-WC-031B Lead SM3113 B 4.0050 <0).0050 mg/L| SD | 08M6/21
681384 |8/6/2021 1057  |MS-WC-032A Lead SM 3113 B 5.0050 <0.0050 mg/L| SD | 08/6/21
681385 |8/6/2021 1058 |MS-WC-0328B Lead SM 3113 B 6.0050 <0.0050 mg/L| SD 08/16/21
681386 |8/6/2021 1100 |MS-WC-033A Lead SM3113B| 7.0050 <0.0050 mg/L| sSD | 08M6/21
681387 |8/6/2021 1106 |MS-WC-033B Lead SM 3113 B 8.0050 <(.0050 mg/L| so_ | 08/16/21
Approved by: o s, Date: 08418721

Michael J. Chestnut, Water Lab Director
Codex;
1 : GGA check out of rangs
2 : Results are not covered by the lab's scopa of accradiation
3 : Results are not bracketed by acceptable quality control
4 : Does not satisfy the 2 + 1 Rule
5 : Sample did not mest preservation requirements N.D. - Not Detectable
6 : Analysis performed by cllent N/A - Not Applicable
7 : Holding time exceeded "~ " means " estimate”
8 ; Laboratory fortifled matrix out of range
9 : Not a method certified by PA DEP

10 : Duplicate analysis do not agree
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G and C Coal Analysis Lab., Inc.
1341 Hoffman Hollow Road
Summerville, Pa 15864
814-849-2559
Fax: 814-849-8878

FREEPORT AREA SCHOOL DISTRICT PA DEP Lab# 33-00325
ATTN: ERIC D. MAILKI

625 SOUTH PIKE ROAD

SARVER, PA 16055-9202

ADMIN BUILDING

Date Recsived: 81672021

Lab # Sample Date s:::;‘:' Location Parameter Method Q"’ﬂmﬁm Result Code | Units | Analyst AN‘;:EED
681446 |8/6/2021 0742 |ADMIN-KS001A Lead SM 3113 8B 0.0050 <0.0050 mg/L| sSD | 08/16/21
681447 |8/6/2021 0744 |ADMIN-KS001B Lead SM 3113 8B 0.0050 <0.0050 mg/L] SD | 08/16/21
Approved by: Date: 08/18/21

Michael J/Chestnut, Water Lab Director

Codes;
: GGA check out of range
- Resulls are not covered by the lab's scope of accrediation
- Results are not bracketed by acceptable quallty control
: Does not salisfy the 2 + 1 Rule

1
2

3

4

5 : Sample did not meet preservation requirements N.D. - Not Detectable
8

7

8

9

/A - Not Applicable

: Anatysis performed by client
*~" moans " eslimate”

: Holding time exceeded
. Laboratory foriffied mairix out of range
- Not a melhod cerlified by PA DEP

10 : Duplicate analysis do not agree
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G and C Coal Analysis Lab., Inc.
1341 Hoffman Hollow Road
Summerville, Pa 15864
814-849-2559
Fax: 814-849-8878

FREEPORT AREA SCHOOL DISTRICT PA DEP Lab# 33-00325
ATTN: ERIC D. MAILKI

625 SOUTH PIKE ROAD

SARVER, PA 16055-9202

STADIUM FIELD HOUSE
Date Received: 8/8/2021

Sample Quantitation DATE
Lab # Sample Date Time Location Parameter Methed Limit Result Code | Units | Analyst] , . \en
681438 [8/6/2021 0720 |STAD-KS001A Lead SM31138| 0.0050 <0.0050 mg/L| sD | 08/16/21
681439 |8/6/2021 0721 |STAD-KS001B Lead SM 3113 B} 0.0050 <0.0050 mg/L| SD | 08/M16/21
681440 [8/6/2021 0725 |STAD-KS002A Lead SM 3113 B| 0.0050 <0.0050 mg/L| SO | 0816/21
681441 |8/6/2021 0727 |STAD-KS002B Lead SM 3113 B| 0.0050 <0.0050 mg/L| SD | 08M6/21
681442 |8/6/2021 0728 |STAD-WCO003A Lead SM 3113 B| 0.0050 <0.0050 mg/L| SD | 08Me/21
681443 |8/6/2021 0730 |STAD-WCO003B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD | 08M16/21
681444 |8/6/2021 0735 |STAD-WCO004A Lead SM 31138 0.0050 <0.0050 mg/L] SD | 0B/6/21
681445 |8/6/2021 0737 |STAD-WC004B Lead SM 3113 8| 0.0050 <0.0050 mg/L| sD | 08iH6/21
Approved by: . . Date: 08/16/21

Michael J. Chestnut, Water Lab Director

GCodes:

1 : GGA check out of range

2 : Resuits are not covered by the lab's scops of accrediation

3 : Results are not bracketed by acceptable quality control

4 : Does not salisfy the 2 + 1 Rule

5 : Sample did not meet preservation requirements N.D. - Not Detectable
& : Analysis performed by client N/A - Not Applicable

7 : Holding time excesded "~ " means * estimate”
8 : Laboratory fortifled matrix out of range
9 : Not a method certified by PA DEP

10 : Duplicate analysls do not agree
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G and C Coal Analysis Lab., Inc.
1341 Hoffman Hollow Road
Summerville, Pa 15864
814-849-2559
Fax: 814-849-8878

FREEPORT AREA SCHOOL DISTRICT PA DEP Lab# 33-00325
ATTN: ERIC D. MAILKI

625 SOUTH PIKE ROAD

SARVER, PA 16055-5202

KELLY BUILDING
Date Recsived: 8612021
Sample Quantitation DATE
Eab # Sample Date Time Locatlon Parameter Method Limit Result Code | Units | Analyst ANALYZED
681448 8/6/2021 1405 |KELLYO0O1A Lsad SM 3113 8B 0.0050 <0.0050 mg/Li SO | 08/16/21
681449 |8/6/2021 1407 |KELLYO01B Lead SM 3113 B 0.0050 <0.0050 mg/L] SO | 08/16/21
681450 |[8/6/2021 1410  |KELLYQO02A Lead SM 3113 8B 0.0050 <0.0050 mg/L| SD | 08M6/21
681451 [8/6/2021 1420 |KELLY002B Lead SM 3113 B 0.0050 <0.0050 mg/L| SD | 08/16/21
Approved by: Date: _08/18/21
Michael J. Chesinut, Water Lab Director

Codes:

1 : GGA check out of rangs

2 : Results are not covered by the lab‘s scope of accredlation

3 : Results are not bracketed by accepiable quality control

4 : Doas not satlsfy the 2 + 1 Rule

5 : Sample did not meet preservation requirements N.D. - Not Detectable

& : Analysis performed by client N/A - Not Applicable

7 : Holding time axceaded " ~ " means " estimate”

8 : Laboratory fortified matrix out of range

6 : Not & method certified by PA DEP

10 ; Duplicate anatysis do not agree
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